
PUMP POWER SUPPLY

CONTROL & ALARM
POWER SUPPLY

NOTE: ALARM - CONTROL
CIRCUIT SHOULD BE
SEPARATE FROM 
PUMP POWER

2" OR 3" DISCHARGE PIPE

FLOOR FLANGE

ZOELLER FIBERGLASS
OR POLYETHYLENE BASIN

ZOELLER FLOAT SWITCH

ZOELLER SEWAGE PUMP

SIMPLEX CONTROL PANEL

ZOELLER UNICHCEK
CHECK VALVE (2" OR 3")

4" HUB INLET

"ALARM" LEVEL SET
ABOVE "ON" FLOAT AND
BELOW INLET.

"ON" LEVEL PUMP OPERATION
IS EACH CYCLE MAXIMIZED
BASED ON DEPTH AND VOLUME

MINIMUM "OFF" LEVEL

DISCONNECT

OF BASIN

(SINGLE PHASE ONLY)

(SINGLE PHASE ONLY)

5"

ALARM LIGHT
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INFORMATION AT YOUR OWN RISK. WE BELIEVE THE INFORMATION TO BE CORRECT AND ACCURATE AT THE TIME OF 
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